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Receive report of Cryogenic Emergency

Dispatch  Field Team with O2 monitors and occupant list.

Contact:

Area Cryo Coordinator

Jerry Makara

Safety officer approval required to resume operations

Safety Officer sets access requirements for area 

before repairs may begin

Reviewed by: _______________________________________________  Date:_________

(AD Cryo)

Reviewed by: _______________________________________________  Date:_________

(AD ES&H)

Approved by: _______________________________________________  Date:_________

(AD Ops Head/Designee)

Evacuate area via intercom, if possible

Gather information from field team for Cryo experts

NOTE: activating NML gas crash switches  may cause 

catastrophic equipment damage. 


